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Conti ngency Pl an

1.0 Ceneral Information R-450 8.4.1, 8.4.2(a), 8.4.8(a),

8.4.8(b)
Safety-Kleen (Cive), Inc. is a storage and treatnent facility
for hazardous waste. The facility also functions to transfer
hazardous and industrial waste to other facilities. The facility

is operated by Safety-Kleen (Oive), Inc.

The Safety-Kleen Clive facility is located 3 1/2 mles south of
M | epost 49 (Cive Interchange) on Interstate 80, approximtely
eighty mles west of Salt Lake Cty, Utah and forty-three mles

east of Wendover, Nevada.

The Safety-Kleen Cive facility consists of the incineration
system bul k solids handling unit, thaw unit, contai ner nmanage-
ment buil ding, containerized bulk solids storage units,

mai nt enance buil ding, waste fuel tank farm aqueous waste tanks,
railroad line, office, lab, truck and railcar scales, and various
roads and parking areas (see Figure G 2 Dwg. 43-02-1-018). The
facility accepts a wi de range of hazardous and industrial waste
for storage and treatnment or transfer to other facilities. Ex-

anpl es of accepted wastes include specific-source wastes,
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sl udges, spent solvents, discarded comercial chem cal products,
of f-speci fication chem cal species, container residues, PCB con-
tam nated itens, contam nated soils, and other wastes (see

Appendi x A Waste List).

The foll ow ng Contingency Plan describes the procedures to be
inplemented in order to mnimze hazards to hunman health and the
environnent fromfires, explosion, or any unplanned sudden or
non- sudden rel ease of hazardous or industrial waste constituents,
whi ch could pose a threat to human health or the environnent
(air, soil, ground water, or surface water). The provisions of
this plan are to be inplemented if there is a fire, explosion, or
rel ease of hazardous or industrial waste which could threaten

human health or the environnent.

The Contingency Plan will be maintained at the facility and be

avai | abl e upon request.
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| nsert Figure G 1 (labeled as Figure B.4 or Drawi ng A-43-01-

109) - Local Access to USPCI dive Incineration

Facility
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2.0 Energency Coordinators 264.52(d), 264.55; R-450 8.4.3(c),
8.4.6, 8.4.7

2.1 GCeneral Description of Duties and Authority

There will be at | east one enployee at the facility, or on cal

at all times, who will be responsible for inplenenting and
coordinating all energency response neasures. This person wll
be either the Primary Enmergency Coordi nator (PEC), or one of the

Al ternate Energency Coordi nators (AEC).

The Energency Coordinators (ECs) will have absolute authority to
commt all available conpany resources required to inplenment the
Conti ngency Plan. The Enmergency Coordinator will be the sole
desi gnat ed poi nt-of-contact for local, county, and state au-

thorities.

2.2 Primary Energency Coordi nator

The Operations Manager will be the designated Primary Enmergency

Coordi nator for the Safety-Kleen Clive facility. The Operations
Manager wil|l participate in the planning and operation of facil-
ity activities. He will therefore be famliar with the facility,

facility operations and activities, and the |ocation of records.
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He will assist in the preparation, revision, and review of the
Contingency Plan. The Operations Manager has the authority to
commt corporate resources to fully inplenment the Contingency
Plan. The Operations Manager will ensure that practice drills
are held on a regular basis to famliarize facility personnel

wi th the Contingency Pl an.

2.3 Alternate Energency Coordi nators

The Alternate Energency Coordinators will be thoroughly famliar
with the facility, facility operations and activities, and the
| ocation of records. Al of the AECs will have an understandi ng

of the Contingency Plan and their responsibilities.
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Table G 1 -

Phone Nunbers for

Enmer gency Coordi nators

Name Position Home Phone Work Phone Address
Randy Shaner AEC (801) 546-1527 (801) 323-8400 634 South 400 East, Kaysville, UT 84037
Scott Martin AEC (435) 882-5131 (801) 323-8400 350 West Silver, Stockton, UT 84071
Ryan Taylor AEC (435) 843-0166 (801) 323-8400 214 Lakeview, Stansbury Park, UT 84074
Jack Cochrane PEC (435) 882-7360 (801) 323-8400 348 South 2nd West, Tooele, UT 84074
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3.0 Inplenentation 264.52(a), 264.56(d), 264.56(a); R-450
8.4.2(b), 8.4.3(a)

A nunber of situations could result in the inplenentation of the
Contingency Plan. Several potential situations are listed in

Section 4.4.2 Types O Incidents of this Plan. The Safety-Kl een

Clive enpl oyee di scovering an incident which threatens human

health or the environment will performthe follow ng tasks:

o] In the event of a fire or explosion, activate the fire
al arm and then notify the EC
o] In the event of an injury or uncontrolled rel ease,

activate the general energency warning and then notify

the EC
o] In any other event, notify the EC
o] | f possible, evacuate injured personnel
o] | f possible, stop the spread of contam nation (i.e.,

turn off a valve on a tank)

o] | f possible, begin primary contai nment of |iquids
(i.e., dikes, sunps)

o] | f necessary, evacuate other personnel fromthe area

surroundi ng the incident
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The enpl oyee who notifies the EC of an enmergency incident wll

furnish, at a mnimum the followng information to the EC

o] H s name

o] H s | ocation

o] The nature of the incident

o] Any actions being taken by persons al ready on the

scene.

o] Any recommendations for further actions.
The EC w Il inplenent the Contingency Plan and coordi nate the
activities of available personnel. Al enployees wll have

received training in inplenmenting the Contingency Plan (including
use of the communi cations and al arm systens) during |Introductory
Training. Sonme of the enployees will have received training in
first aid during the Continuing Training Program The EC s op-
tions for responding to an incident are outlined in the Section

4.0 Energency Response Procedures, Subsection 4.4 Control Pro-

cedures. The Contingency Plan will help the EC to consider al
options and potential problens such that he wll be able to ex-

erci se sound judgenent in resolving the incident.
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Enmer gency operations wll be coordinated fromthe security office
(Unit 051) located on the first floor of the Main Ofice &
Laboratory (Unit 052). 1In the event that the Main Ofice is in-
accessi bl e, energency operations will be directed fromthe office
of the Rail/Trailer Transfer Unit (Unit 255) |ocated adjacent to
the facility access road. Radios, facility tel ephones, and the
public address systemw || be used for normal intrafacility
communi cations. |If evacuation of the facility is necessary, the
EC will inplenent the procedures which are detailed in Section

6.0 Facility Evacuation Procedures.

4.0 Enmergency Response Procedures

4.1 Notification 264.56(a); R-450 8.4.7(a), 8.4.7(d), 9.1

Training in the use of the alarmsystemat the Safety-Kl een Cive

facility wll include provisions to address three aspects of

energency notification.

o] How to sound an al arm
o] How to differentiate between types of alarns
o] How the al armis broadcast
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An enpl oyee will be able to activate a fire alarmfrom a

t el ephone by dialing a code nunber or froma manual pull station.
An enployee will be able to activate the general warning al arm
froma tel ephone. The EC will be able to activate the pl ant
evacuation alarmfroma tel ephone at one of the two energency
coordination |ocations (the Main Ofice or the Rail to Trailer
Transfer area). The alarmw || be broadcast throughout the
Safety-Kleen Cive facility via a facility-w de | oudspeaker
system The three alarns will each have a distinctive signal.
Addi tional information concerning the alarmsystemis found in

Section 5.0 of this Pl an.

When the EC has determ ned that there is an imm nent or actual
energency situation, he wll activate the internal alarnms and/or
comruni cation systens; and notify appropriate |ocal, county,
state, and federal agencies. Exanples of the agencies which the

EC may wish to notify are:

0] Fire departnment(s) (i.e., North Tooele County Fire

District)
o] Police and sheriff departnent(s)
o] Anmbul ance service(s) (i.e., Salt Lake City air

evacuation services and Wendover Anbul ance)
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o] Hospitals (i.e., Tooele Valley Regional Medical
Center)

0] H ghway patr ol

0] Ut ah Departnent of Environmental Quality, Division of
Solid and Hazardous Waste, Division of Air Quality,
D vision of Drinking Water, or Division of Water
Quality

o] Envi ronmental Protection Agency, and the Nati onal

Response Center

| f evacuation of |ocal areas nay be advi sabl e, the Enmergency
Coordinator will inmmediately notify both the Utah State Depart -
ment of Environnmental Quality and the governnent official

desi gnated as the on-scene coordi nator for the geographical area
or the National Response Center.

The agencies will be provided with the appropriate details, for

exanpl e:
o] Nane of caller
o] Nane and tel ephone nunber of the facility
o] Location of facility
o] Location of incident
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o] Time and type of incident

o] Name and quantity of material involved (to the extent
known)

0] Extent of injuries

o] Possi bl e hazards to human health and t he environnent

wi thin the property boundary
0 Possi bl e hazards to human health and the environnent

outside the facility property

o] Cause of incident
o] Enmer gency action taken
o] Any ot her relevant information requested

The Tooel e County Sheriff Departnent (phone nunber (801) 882-
5600) has a twenty-four (24) hour per day, seven (7) days per
week county-wi de dispatch center. One call to the Tooele County
Sheriff dispatch center can result in contact with the fire
departnents of Tooel e County, Tooele City, or Gantsville; The

Ut ah H ghway Patrol, anbul ance service, and/or The Tooel e Val |l ey
Regi onal Medical Center. 1In addition, the phone nunbers of other

agencies are listed in Table G 2.
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Table G 2 - Tel ephone Nunber Li st

BUSI NESS ENERGENCY

WENDOVER FI RE DEPARTNMENT (435) 665- 2345 911

POLI CE DEPARTMENT  (435) 665- 7010 911

AVBULANCE (702) 664-2081 911
SALT LAKE CITY AR MED (801) 581-2991 (800) 453-0120
LDS HOSPI TAL (LI FE FLI GHT) (801) 321-1234 (801) 321-1234
UNI VERSI TY OF UTAH HOSPITAL  (801) 581-2121 (801) 581-2291
GRANTSVI LLE

FI RE DEPARTMENT (435) 884-3343 911

POLI CE DEPARTMENT  (435) 884- 6881 911

AVBULANCE (435) 882-5600 911
TOOELE  FI RE DEPARTMENT (435) 882-3636 911

SHERI FF' S DEPT. (435) 882-5600 911

AVBULANCE (435) 882-1900 911

HOSPI TAL (435) 882-1697 (435) 882-1697

ENG NEERI NG DEPT.  (435) 843- 3160 None
LOCAL EMERGENCY RESPONSE

COWM TTEE COORDI NATOR  (435) 882-5600 911

SAFETY- KLEEN (CLI VE), |NC. (801) 323-8400

SAFETY- KLEEN CORP. ( SOUTH CAROLI NA CORPORATE OFFI CE)
(803) 933- 4200

UTAH STATE DEPT. OF ENVI RONVENTAL QUALITY
DIVISION OF SOLI D AND HAZARDOUS WASTE (of f-hours onl y)
(801) 538-6170 (801) 536-4123
STATE EMERGENCY RESPONSE COMM SSI ON
(801) 536-4100

ENVI RONVENTAL PROTECTI ON_ AGENCY
DENVER (800) 227-8194
(303) 293 1788 (24 hr)

NATI ONAL RESPONSE CENTER (800) 424- 8802

UTAH H GHWAY PATRO. ( TOCELE OFFI CE)
(435) 843-3310
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4.2 ldentification O Hazardous Materials 264.56(b); R-450
8.4.7(b), 8.4.7(c)

The EC w || determ ne the character, exact source, anount, and
areal extent of any released materials. He may do this by

i nspection, checking truck or railcar placards, nmanifests,
container |abels, or facility records. A chem cal analysis wll
be performed if necessary. The Waste Analysis Plan will be fol-

| oned whenever a sanple is to be anal yzed.

A conprehensive list of the wastes that the Safety-Kleen Cive
facility is authorized to receive is found in the facility’s
Waste Analysis Plan, Attachnent 2. A summary of these wastes is

i ncluded in Appendix A, Wiste List, of this attachnent.

4.3 Assessnent 264.56(c), 264.56(d); R-450 8.4.7(d), 9.1

The EC w || assess possi ble hazards to hunan health or the
environment. This assessnent will consider both direct and
indirect effects of the release, fire, or explosion. The EC w ||

consi der several factors, including:
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o] The effects of any toxic, irritating, or asphyxiating
gases that are generated

o] The effects of any hazardous run off fromwater or
chem cal agents used to control fire and/or heat-in-

duced expl osi ons

o] The possibility of a heat induced expl osion
o] The possibility of fire spreading to other areas
o] The exposure to hazardous materials that facility

personnel mght be risking by attenpting to control a
fire
o] The protective equi pnment that workers will need

during the response to the energency

I n assessing potential problens, and determ ning how to address

the problens, the EC will take into consideration:

o] The hazardous materials invol ved
o] Truck and rail car placards
o] Mani f est s
o] Qperating records
o] Weat her conditions
o] Results of chem cal analysis
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o) Cont ai ner | abel s

o] Avai l ability of personnel

o] Avai l ability of equi pnment

0] Dr awi ngs

0 Schemati cs

o] Di agr ans

o] Speci fications

o] O her records describing the facility

Al spills and | eaks of hazardous waste greater than the m ni num
reportable quantities of releases |listed in CERCLA, and which

t hreaten human health and the environnment, wll be reported to
the Utah Departnent of Environnental Quality within twenty-four
(24) hours. In addition, the Permttee is also subject to the

reporting and managenent requirenments specified in R315-9.

If the EC determ nes that the facility has had a discharge, fire,
or expl osion which could threaten human health or the

environnent, the ECwill immediately report as foll ows.

o) |f the evacuation of |ocal areas is deened advi sabl e,

the ECw Il imediately notify the appropriate
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authorities. The EC w Il be available to assist the
appropriate officials in deciding to evacuate | ocal

ar eas.

o] If nmore than 1 Kg (2.2 Ibs) of a P series waste was
spilled; or if nore than 100 Kg of other hazardous
waste was spilled, the ECwll imediately notify the
Ut ah Departnent of Environnmental Quality, twenty-four
(24) hour Answering Service and the National Response
Center. The tel ephone nunbers and list of information

to report are in Section 4.1 Notification.

4.4 Control Procedures 264.52(a), 264.56(e), 64.56(9g),
264.56(h)1, 264.56(h)2; R-450 8.4.3(a), 8.4.7(e), 8.4.7(f),
8.4.7(g), 8.4.7(h), 8.4.7(i)

4.4.1 Gener al

Wen the Contingency Plan is inplenmented, the EC w il take the

foll ow ng steps:

o] Coordi nate the evacuation of personnel fromimmedi ate
danger
o] Coordinate first aid for injured personnel
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0 Determ ne the character, exact source, amount, and
areal extent of any released materials
0 Commence renedial actions that will mnimze the

i npact of the incident in the shortest possible tine

4.4.2 Types of Incidents

Different responses will be warranted dependi ng on the type of

incident. The different types of incident may be, but are not

limted to, the foll ow ng:

o] Injuries due to fires, explosions, and/or the rel ease

of hazardous material s

o] Fires

o] Expl osi ons

o] Rel ease of toxic gases

0] Spills which may threaten human health and/or the

envi r onnent

4.4.3 Procedures and Check Lists of Options

The followi ng are procedures and check lists of options for
responding to several types of incidents. These lists will aid
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the EC in deciding which steps to take in response to various
situations. The EC will also consider other options suggested by

facility or governnental agency personnel.
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4.4.3.1 | f Persons Are Injured

Shoul d Option

Be | npl enent ed?

es No

______ Assenble a team (or teans) of enployees trained in
first aid

______ Furnish the first aid tean(s) with the required pro-
tective clothing and equi pnent for the area they are to
ent er.

______ Furnish the first aid tean(s) with the required pro-
tective clothing and equi pnent for the injured they are
to assist.

______ Furnish the first aid tean(s) wth any avail able
medi cal information (allergies, health histories,
medi cations,etc.) about the victin(s) after their
identities becone known.

______ Evacuate victin(s) fromimed ate danger
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Attachment 7

Use sel f-contained breathing apparatus or other
supplied-air breathing systemwhile transporting vic-

tim(s) from danger.

Start cardiopul nonary resuscitation, artificial

respiration, or adm ni ster supplenental oxygen.

Wash eyes, skin, etc. of victims) with water for 15

m nut es.

Treat victin(s) using supplies froma first aid kit.

Evacuate the i mmedi ate area around the incident.

Establi sh an operations center in the facility office.

If the facility is evacuated, nove the energency

operations to the designated upw nd gathering point

(see Section 6.0 Facility Evacuation Procedures).

Est abl i sh energency conmmuni cati ons.

Cont act hospital and request advice on further treat-

ment of victims).
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Request that anbul ance(s) or nedical evacuation air-

craft be sent to the facility.

Notify the hospital (s) of number and extent of injuries

requiring treatmnent.

Nunber of i njured:

______ Cont act appropriate local, county, state, and federal
agencies. |If the EC determ nes that the incident could
t hreaten human health or the environnment, he wll
contact the Utah Departnent of Environnmental Quality
and contact the highway patrol and/or sheriff's depart-

ment .

Di spatch facility personnel to neet and direct incom ng

ener gency vehi cl es.

Contact injured or deceased enpl oyee's next of kin.

Attachment 7 Page 22 August 20, 1998
Contingency Plan

Safety-Kleen (Clive), Inc.

USHWA Permit UTD982595795



4.4.3.2 No Injuries

Shoul d Option

Be | npl enent ed?

Est abl i sh enmergency operations center in the facility

of fice

______ If the facility is evacuated, nove the energency

operations to the designated upw nd gathering point

(see Section 6.0 Facility Evacuation Procedures).

Est abl i sh energency conmuni cati ons.

Assenbl e a team (or teans) of enployees for the ap-

propriate response.

Furni sh the response tean(s) with the required pro-

tective clothing and equi pnent for the area they are to

enter.
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______ Furni sh the response tean(s) with any avail abl e
information (identification of contents of tanks,
containers, or vehicles, status of processes in the
area, possibility of exposures to hazardous material s,
possibility of additional fires or explosions, etc.)

about the area that the tean(s) is about to enter.

Fight fire with fire extinguisher.

Prohibit fighting fire wwth water, if solvents or water

reactives are invol ved.

Fight fire with the firewater system Two people w |

be assigned to each fire hose station. Both people

w Il assist in holding the hose.

Evacuate the facility.

Cont act appropriate local, county, state, and federal

agencies. |If the EC determ nes that the incident could

threaten human health or the environnment, he wll

contact the Utah Departnent of Environmental Quality
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and contact the highway patrol and/or sheriff's departnent.

Di spatch facility personnel to neet and direct incom ng

ener gency vehi cl es.

Comrence renedial actions to stop flow or rel ease of

mat eri al s.
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4.4.3.3 Rupture or Spill From a Container or Tank

In the event that there is a tank or container spill or |eak that

results in an enmergency incident (see 4.4.2 Types of Incidents),

the operator will renove the | eaked or spilled waste. This mate-
rial will be transferred to a container or tank that is in good

condition (See 4.4.3.5 Storage and Treatnent of Rel eased Materi -

als.). If all of the available tankage is filled and there
remai ns rel eased waste to be stored, then the waste wll be

pl aced in portable containers and stored until tankage becones
avai |l able. The damaged tank or container will be replaced or re-
paired. Spills will be collected either by shovels, earth noving
equi pnent, vacuumtrucks, or punps. The appropriate nethod of

spill contai nment and collection wll be selected.

The operator will stop the addition of wastes to a | eaking tank
by stopping all punps and closing all inlet valves. After that
the operator and EC w Il inspect the tank to determ ne the cause
of the release. The operator wll transfer the contents of | eak-
ing tanks to other suitable tanks, the treatnent process, or
containers. All releases to soil that are detected by visual

i nspection will be gathered by use of shovels, punps, earth
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nmovi ng equi pnent, and absorbents. The contam nated naterial wll

be incinerated. The tank will be repaired or replaced.

If there is a spill or leak fromthe waste feed system of the
incinerator, the operator wll renmove the | eaked or spilled
material. The material will be transferred to a container or

tank that is in good condition (See 4.4.3.5 Storage and Treat nent

of Rel eased Materials.). The feed systens will be repaired or

replaced. If there is a leak in the incinerator ash handling
equi pnent such that hazardous waste constituents are rel eased,
the operator will renove the | eaked material. The material wll
be transferred to a container. The ash handling equi prent w ||
be repaired or replaced. |If repair or replacenent of the waste
feed systens or ash handling equi pnment requires shutting down the
i ncinerator, incinerator shut-down procedures detailed in the in-

cinerator section will be inplenented.

In any event, all material released to secondary containment wl|
be renoved within 24 hours or in as tinely a manner as i s possi-

ble to prevent harmto human health or the environnent.

Attachment 7 Page 27 August 20, 1998
Contingency Plan

Safety-Kleen (Clive), Inc.

USHWA Permit UTD982595795



Shoul d Option

Be | npl enent ed?

3
B

Cease the flow or stop the addition of wastes into the

t ank.

Transfer the contents of the ruptured tank to anot her

t ank.

Transfer the ruptured container to an over pack.

Renove all wastes fromthe secondary contai nnent system

qui ckly; within twenty-four (24) hours, if possible.

Visually inspect the area for rel eases outside of

cont ai nnent and renove all contam nati on.

Cl ean and decontam nate the secondary contai nnent.

Repair the | eaky container, tank, of feed system
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______ Repl ace the | eaky contai ner, tank, of feed system
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4.4.3. 4 Preventi on of Recurrences

The operator will check for the proper venting of vapors through
equi pnent such as flanme arrestors, carbon adsorption filters, or
to the incinerator to prevent an ignitable accumul ati on of these

vapors from occurring.

The operator will check to determne if the devices for the re-
lief of internal pressures have vented. |If so, the operator wll
check for the discharge of hazardous nmaterials and wll renove
themor isolate themfrom other operations. |If the discharged
materials are flamuable, the operator will ventilate the area and
shut down any electrical equipnent in the vicinity which m ght

beconme a source of ignition.

The incinerator is equipped with a sophisticated control system
designed and tested to operate in a safe manner. The therma
relief vent on the incinerator is designed to vent the hot gases
in such a way as to prevent the hot gases from contacting
flammabl e materials. |f an explosion occurred in the

i ncinerator, the thermal vent would open. The opening of the

thermal vent would trigger the shutdown of the incinerator.
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The proper inplenentation of the procedures outlined el sewhere in
the Contingency Plan (for instance, section 4.4 Control

Procedures) wll result in the isolation and extingui shnent of

fires and the contai nnment of releases. The spread or recurrence
of explosions is prevented by the built-in safety systens and the
i npl enentation of steps outlined el sewhere in the Contingency

Plan to prevent the m xing of inconpatible materials.

| f the rel ease has not damaged the secondary contai nnment, the
tank systemw || be returned to service as soon as repairs to the
systemare conpleted. The integrity of a tank systemthat un-
dergoes extensive repairs wll be certified by an i ndependent

qual i fied regi stered professional engineer.

Shoul d Option

Be | npl enent ed?

Stop normal processes and operations at the facility
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Attachment 7

Stop the collection and contai nment of rel eased wastes,
the renoval or isolation of containers, or the noving
of vehicl es.

If facility operations cease then nonitor for |eaks,
pressure buil dup, gas generation, or ruptures in tanks,
val ves, pipes, or other equi pnent.

Spray water on tanks to keep them cool.

Renove any conbustible materials fromthe area.

Di sconnect electrical power to affected areas. Be sure

that this action will not shut down critical equipnent.

Divert waste inflows from affected areas

Pl ace incinerator in standby condition.

Shut down all tank farm operations.

Shut down cont ai ner managenent operations.

Shut down solids handling operations.
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Cease all | aboratory operations, except those necessary

to assess the incident.

Prevent trucks and railcars fromentering the facility

with additional wastes.
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4.4.3.5 Storage and Treatnment of Rel eased Materi al s.

Recovered waste, contam nated soil, or any other material that
results froma release, fire, or explosion at the facility wll
be stored and treated according to the procedures established in
the Waste Analysis Plan for the nmaterials involved. The materi al
resulting fromleaks or spills will be placed in containers or
tanks. If the released material is to be placed into a tank or
cont ai ner which contains waste or waste residues, then
conpatibility testing according to the Waste Analysis Plan wll

be perforned.

Shoul d Option

Be | npl enent ed?

Yes No

______ Uilize on-site equipnent for renedial actions.

______ Uilize outside contractors for renedial actions.

______ Use an absorbent such as soil to soak up liquid spilled
froma container or tank.
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Perform conpatibility evaluation as provided in the

Waste Anal ysis Plan before placing released material s

in a tank or contai ner that contai ns waste or waste

resi dues.

Pl ace the assim lated |iquid/ absorbent material in an

accept abl e container or tank and process the materi al

as provided in the Waste Anal ysis Pl an.

Repair or replace the danaged contai ner or tank.
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4.4.3.6 | nconpati bl e Wast e.

In affected areas of the facility, the storage and treatnent of
wastes that may be inconpatible with the released materials wll
be prevented. The released material wll be characterized by
appropriate neans (e.g. analysis, checking waste profile sheets,
checking fingerprint analysis records, etc.,) to allow the proper
determ nations to be made. The area containing the rel eased
material will be cordoned off and signs will be erected
cont ai ning the nessage that hazardous material has been rel eased
wi thin the cordon, the characterization of the material, and a
prohi bition fromadding any additional material to the area. The
signs and cordon will not be taken down until the rel eased
hazardous material has been renoved and the affected area

decont am nat ed.

Shoul d Option

Be | npl enent ed?

Yes No
______ Prevent the resunption of operations in areas where

i nconpati ble materials have been deposited by the inci-
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dent. Upon the renoval of the inconpatible material,
operations may resune.

Prevent released materials from being noved to areas

cont ai ning i nconpatible material s.
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4.4.3.7 Post - Emer gency Equi pnent Mai nt enance

The decontam nation of equi pnment nust be acconplished before
operations may resune in the affected area. Materials that are
not decontam nated will be di sposed of as a hazardous waste

according to the regul ati ons.

Shoul d Option

Be | npl enent ed?

Decont am nat e goggl es and boots.

Di spose of goggl es and boots.

Di spose of chem cally-resistant coveralls.

Wash the | ab equi pnent that was utilized.

Wash permanent structures with water. The rinse wll

be collected and treated as a hazardous waste if the
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structure contained, or was in contact with, hazardous

wast e.

When the decontam nation procedure for the energency equi pnment
used in a response is conplete, the remaining equi pnent nust be
inspected. The EC wll see that damaged equi pnent is repaired
and/or a replacenent is substituted prior to resum ng operations

in the affected area.

Shoul d option be inpl enented?

Yes No

______ Repai r damaged personal protective equi pnent.

______ Repl ace damaged personal protective equipnent.

______ Repai r danaged | ab equi pnent that was utilized.

______ Repl ace damaged | ab equi pnent that was utilized.

______ Repair damaged materi al handling equi pment (shovels,
hoes, etc.).
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Repl ace damaged material handling equi pment.

Repair danaged fire fighting equi pnent (hoses,

monitors, foam etc.).

Repl ace damaged fire fighting equi pnent.

Repai r danaged safety equi pnent (SCBA' s, stretchers,

first aid kits, etc.).

Repl ace damaged safety equi pnent (SCBA's, stretchers,

first aid kits, etc.).

In addition to decontam nating and i nspecting energency
equi pnent, the supplies of absorbent and other materials used in
energency situations will be checked and new supplies will be

obtai ned if needed.

4.4.3.8 Decont am nati on of Personnel

The Safety-Kleen Cive facility personnel engaged in energency
response will be responsible for decontam nating their own

personnel protection equipnment (PPE). Safety-Kleen Cive
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personnel will be trained in the proper decontam nation of PPE
and they will assist outside energency/ nedical personnel with
decontam nation activities. Safety glasses, hard hats and
cartridge type respirators will be washed with an appropriate

cl eaning agent and water. The chem cally resistant coveralls and
gl oves are disposable and will be discarded as necessary.

Per sons whose skin becones contam nated may use the eyewashes,
safety showers, or shower roons as appropriate to wash the

af fected areas.

Safety-Kleen Cive personnel will assist the person directing
treatment of any injured person with inplenenting any
decont am nati on procedures required. Generally, an injured
person's PPE will renoved and di sposed or washed and the injured
person's exposed skin areas will be washed before that person

| eaves the Safety-Kleen Clive facility.

Shoul d Option

Be | npl enent ed?

Decont am nat e goggl es and boots.
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Di spose of goggl es and boots.

Di spose of chem cal ly-resistant coveralls.

Wash eyes, exposed skin, etc. with water

5.0 Energency Equi pnent 264.52(e); R-450 8.4.3(d)

The inplenmentation of the Contingency Plan will nearly always
require the use of various itens of equipnment to handle the
situation. Mich of this gear wll be available fromthe in-
ventory of equiprment used in the nornmal operation of the Safety-
Kleen Cive facility. For instance, the vehicles owed by the
Safety-Kleen Clive facility (pickup trucks, cars, vans, yard
trucks, skidsteer |oaders, forktrucks, tracknobile, etc.) which
are not involved in the incident wll be available for use during
t he energency. The personal protective equipnment in use by

enpl oyees at the tinme of an energency and those itens kept in
stock and avail able for each of the various waste managenent
areas woul d be avail able also. The tel ephones, |oudspeaker
system and two-way radios normally used by Safety-Kleen Oive
enpl oyees will be avail able during an energency. Any naintenance
equi pnent such as hand tools, welders, cranes, hoists, nachine
Attachment 7 Page 42 August 20, 1998
Contingency Plan

Safety-Kleen (Clive), Inc.
USHWA Permit UTD982595795



shop equi pnent, steamcleaners, etc. that is not involved in the

i nci dent woul d be avail able for use during an energency.

In addition to the equi pnent used during normal operations, there
will be some equiprment that will be specifically for use during

an emergency incident.

The followng is a list of the energency equi pnent, spill control
equi pnent, conmuni cati on systens, alarm system and decon-

tam nati on equi prent which may be utilized at the facility.

Enmer gency Equi pnent Li st

o] Internal facility comrunications systens. Com
muni cations inside the Safety-Kleen Cive facility wll
be achi eved through a tel ephone system public address
(PA) system and two-way radios. There wll be
t el ephones | ocated so that each enployee will have
access to one fromhis work station. From each
t el ephone an enpl oyee can call any other tel ephone in
the Safety-Kleen Cive facility, can be connected to an
out si de phone |ine, and can access the PA systemfor

pagi ng. The tel ephone systemw || be equi pped with an
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uni nterruptible power supply for reliability during a

| oss of primary power. Two-way radios are avail abl e at
each waste managenent unit, and to various operations
and/ or managenent personnel based on operati onal

requi renents to suppl enent the tel ephone system The
pagi ng systemw || be broadcast through a series of

| oudspeakers to provi de coverage throughout the active

portion of the facility.

o] External facility comuni cations systens. The Safety-
Kleen Clive facility wll be connected to the | ocal
t el ephone systemand will also have a Ctizen's Band

t wo-way radi o.

o] Facility alarmsystem Alarns will be broadcast over
t he pagi ng system | oudspeakers. The fire and general
warning alarms will be triggered by dialing the ap-
propriate code at any tel ephone. The fire alarm can
al so be triggered by tripping a manual pull-station, or
by automatic alarmcondition detectors such as fire
detectors at a shredder. Al buildings for which
automatic sprinklers are required (Including Container

Managenment Units 101 & 102), Thaw Unit (Unit 105),
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Energetic Solids Storage (Unit 252), and Mai ntenance
(Unit 061) wll have automatic alarm systens. The
general warning alarmcan al so be activated by automat -
ic alarmcondition detectors such as flanmabl e gas de-
tectors at a shredder. The plant evacuation al arm can
be sounded fromeither of the tel ephones at the ener-
gency operations coordination sites: the Main Ofice
(Unit 052) and the Rail to Trailer Transfer (Unit 255).
Afire alarmw ||l cause a siren sound (continuous

whi ne) to be broadcast. A general energency warning
alarmw || cause a warbling sound (oscillating whine)
to be broadcast. A facility evacuation alarmwl|
cause a distinctive alternating tone (whooping) to be

br oadcast .

o] Overpack drums. An overpack drumis a container |arge
enough to hold a standard 55 gallon drum They wll be
avai |l abl e at the Contai ner Managenent Area and wll be
used to hold smaller containers which are danaged or

| eaki ng.

o] Absor bent agents. Absorbent agents are dry powders,

granular materials, mats or pads, etc. which can reduce
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or stop the spread of spilled liquids and allow the
spilled mterial to be recovered as a solid. These
agents will, at a mninmm be avail able at the Con-

tai ner Managenent Area (Units 101, 102, & 103), the Bulk
Liquids Area (Units 531 through 538), Unit 106, and the
firing floors of the Incinerator (Units 991, 992, &
993). The Safety-Kleen Cive facility may, at its

di scretion, place absorbents at various other |ocations

as wel | .

o] Fire water system The fire water systemw || consi st
of a water tank, punps, water pipes, hose stations,
moni tors, hydrants, and buil ding sprinkler systens.
The | ocation of this equipnent is shown on the Draw ngs
in Table G 3. The water tank (Raw Water/Firewater
Storage - Unit 031) has a capacity of 685,230 gallons
of water with 371, 166 gallons held as a m ni mum f or
fire fighting (nore than a 120 m nute supply at 2500
gallons per mnute). The fire water punps are rated to
provide the required volune at a pressure hi gh enough

to operate the foam equi pnment.
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o] Fire extinguishers. Fire extinguishers of various
sizes from2 1/2 to fifty pounds, rated for Cass A B,
and C fires, wll be |located throughout the Safety-
Kleen Cive facility. Fire extinguishers for Class D
(conmbusti bl e netals such as nagnesi um or sodiunm) wll
al so be available. These fire extinguishers are oper-
ated by pulling a pin and squeezing the handl e | ever
while directing a short hose or the extinguisher nozzle

at the burning surface.

0 Vacuum truck(s)!. There will be at |east one (1)
vacuum truck at the Safety-Kleen Cive facility, for
pi cking up liquids fromthe various sunps throughout
the facility. |If solids need to be picked up,
conventional equi pnent such as broons, shovels,

vacuunms, frontend | oaders, etc. will be used.

o] Safety shower and eye wash stations. There will be
several |ocations where a supply of water will be
avai |l abl e t hrough shower heads and bubblers for em

pl oyees to flood thenselves with water if they are

1 The vacuum truck will be stored at the Safety-Kleen Clive facility, but will be available to
the Grassy Mountain Facility, and for spill response, on an as needed basis.
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sprayed with a hazardous substance. These stations

operate by sinple pull handl es and foot peddles. At
| east one safety shower and eye wash station will be
| ocated in or near each waste managenent area, and at

t he | aboratory.

o] Sel f - cont ai ned breat hi ng apparatus (SCBA). A nunber of
devi ces consisting of a portable cylinder of conpressed
breathing air, pressure regulator, hose, fullface mask,
and carrying harness will be avail able. Response per-
sonnel can use the SCBA's to enter an area where snoke
or gases nake the anbi ent atnobsphere dangerous to
breat he. Each SCBA can supply approxi mately one-half
hour of air. The SCBA equi pnent will be inspected

nmont hl y.

o] Supplied-air breathing systens (SABS). Speci al
conpressors wll produce breathing air through a pipe
mani fol d and hose system The hoses will connect to
the worker's coverall or to a supplied-air mask. The
coverall wll be nmade of a chem cal and splash resis-
tant synthetic fabric with face mask, gloves, and

boot s.
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o] First aid stations and first aid kits. There will two
first aid stations on site. One wll be in Building
061, the mai ntenance building, and the other in
Bui |l ding 052, the Main Ofice. Each will contain
sufficient medical supplies to treat injury conditions
ranging frommnor injuries to major injuries for which
an enmergency nedical technician (EMI) is qualified to
treat. Medicine may al so be available to help
enpl oyees alleviate synptons of mnor illnesses i.e.,
headaches, hayfever, colds, etc. Located in at |east
each waste nmanagenent area will be a first aid kit
which will include a supply of materials necessary for
a person to treat severe bleeding and give CPR, i.e.,
heavy bandages, | atex gl oves, nouth-to-nouth
resuscitation mask. Managenent may choose to | ocate
medi cal supplies such as pain relievers, cold renedies,
smal | bandages, etc. el sewhere on site. These will not

be relied upon when dealing wth a maj or energency.

o] Saf ety equi pment storage area. An emergency response
trailer is parked near the Main Ofice (Unit 052) and
is used for storing equi pnment specifically for

responding to an energency. At a mninmumthis trailer
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wi |l contain enough protective clothing for twenty
persons, three (3) SCBA's, and energency nedi cal
supplies consisting of those normally found in an EMI

Junp Kit.

o] Cartridge air mask. There are two types of cartridge
masks, full face and half face. They are both equi pped
with fittings to which air contam nant-specific
cartridges are attached. Air to be inhaled by the
wearer is filtered through the cartridge and the
specific contam nants are renoved. Each enpl oyee wl|
be issued a mask and cartridges appropriate for his
work area. Wen the mask is issued, if the nodel or
size of the mask changes, and at |east annually, the
mask will be fit-tested on the enployee. Cartridges
for other contam nants and both styles of masks will be

stocked at the safety equi pnent storage area.

o] Protective clothing. Enployees working in the Safety-
Kleen Clive facility wll be issued hard hats, safety
foot wear and safety glasses. Oher protective
cl ot hing, such as protective coveralls, waterproof

safety boots and specialized gl oves are provi ded based
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Attachment 7

on the requirenents of the area or job function being
performed. The hard hats are made of high inpact
plastic. The protective coveralls are nmade from

pol yet hyl ene fibers (such as Tyvek or equival ent) and
are di sposable. The waterproof safety boots are sol -
vent resistant synthetic rubber. The gloves are |atex
rubber, synthetic rubber, or knit (cotton, polyester,
etc.) depending upon the specific job requirenents. A
supply of the job or area specific protective clothing
w Il be avail able for each waste nmanagenent unit and

kept at the safety equi pnent storage area.

Portabl e punps. A nunber of portable punps wll be
avai l able for renoving liquids fromsunps. The type of
punp may include centrifugal, diaphragm piston (trash
punp), subnersible, etc. Gasoline, air or electricity
may be used to power these punps. The punps are

normal ly stored near Units 053, 061 and 604

Hand tools. Broons, buckets, absorbent materials and
detergent will be kept in the safety equi pnent storage
area. These may be used in spill control and

decont am nati on activities.
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o] Decontam nation kit. Shovels, broons, detergent, and
absorbent towels will be kept in or near each waste
managenent area. These may be used in spill contro

and decontani nation activities.

0] Wnd Direction Indicator. A wi ndsock consisting of a
brightly colored sleeve attached to a mast with a
swivel wll be used for indicating the direction of the
wind. A wnd sock will be |ocated to provide easy vis-
ibility. A windsock will be |ocated at each of the
four (4) Designated Gathering Points and on top of the

Dry Scrubber (Unit 996).

The | ocations of the m nimum anmount of required energency

equi pnent, absorbent kits, and decontam nation kits are shown on
the drawi ngs which are attached to this Contingency Plan. These
drawings are listed in Table G 3. Locations of noveabl e

equi pnent are not shown as they are not kept in any specific

| ocati on.
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Table G 3 -

Enmer gency Equi pnent Location -

Li st of Draw ngs

Drawi ng No. Descri ption Revi si on No.
& Dat e
43-99- 3- 001 Emer gency Equi pnent Locations - Units 031, Rev 1,
038, & 076 - Raw Water/Fire Water Storage 10/ 2/ 95
Tank, Fire Water Punp Buil ding & MCC,
43-99-3-003 Emer gency Equi pnent Locations - Unit 033 Rev 3,
Respirable Air, Uilities, & Auxiliaries 10/ 2/ 95
Bui | di ng;
43-99-3-004 Emer gency Equi pnent Locations - Units 051 & | Rev 2,
054 Security O fice & Truck Scal e; 10/ 2/ 95
43-99- 3- 005A Emer gency Equi pnent Locations - Units 052 & | Rev 6,
053 Admini stration Bl dg/Lab & Sanpling 4/ 9/ 96
Stati on, G ade Level;
43-99- 3-005B Emer gency Equi pnent Locations - Unit 052 Rev O,
Admi ni stration Building, 2nd Fl oor; 10/ 2/ 95
43-99-3-007A Emer gency Equi pnent Locations - Unit 061 Rev 2,
Mai nt enance Buil di ng, Grade Level; 10/ 2/ 95
43-99-3-007B Emer gency Equi pnent Locations - Unit 061 Rev O,
Mai nt enance Buil di ng, 2nd Fl oor; 10/ 2/ 95
43-99-3-008 Emer gency Equi pnent Locations - Unit 101 Rev 5,
Cont ai ner Managenent Bui |l di ng; 4/ 1/ 97
43-99-3-009A Emer gency Equi pnent Locations - Unit 102 Rev 4,
Organi ¢ Sludge Area, Grade Level; 4/ 1/ 97
43-99-3-009B Emer gency Equi pnent Locations - Unit 102 Rev O,
Organi ¢ Sludge Area, 2nd Level; 10/ 2/ 95
43-99-3-009C Emer gency Equi pnent Locations - Unit 102 Rev O,
Organi ¢ Sludge Area, 3rd Level; 10/ 2/ 95
43-99-3-009D Emer gency Equi pnent Locations - Unit 102 Rev O,
Organi ¢ Sludge Area, 4th Level; 10/ 2/ 95
43-99-3-009E Emer gency Equi pnent Locations - Unit 102 Rev O,
Organi ¢ Sludge Area, 5th Level; 10/ 2/ 95
43-99-3-010 Emer gency Equi pnent Locations - Unit 103 Rev 4,
Organi ¢ Decant Storage Area; 4/ 1/ 97
43-99-3-011 Emer gency Equi pnment Locations - Unit 034 Rev 3,
St eam Tur bi ne And Gener at or Buil di ng; 10/ 2/ 95
43-99-3-012 Emer gency Equi pnment Locations - Unit 104 Rev 3,
I nt ermodal Cont ai ner Staging & Transfer; 10/ 2/ 95
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Drawi ng No. Descri ption Revi si on No.
& Dat e

43-99- 3-013 Emer gency Equi pnent Locations - Unit 105 Rev 4,
Thaw Uni t; 4/ 1/ 97

43-99-3-014 Emer gency Equi pnent Locations - Units 251 & | Rev 5,
252 Bul k Solids & Energetic Solids Storage 4/ 1/ 97
Bui | di ngs;

43-99- 3- 017A Emer gency Equi pnment Locations - Unit 254 Rev 4,
Ash Accunul ation Buildi ng, G ade Level; 4/ 1/ 97

43-99-3-017B Emer gency Equi pnment Locations - Unit 254 Rev O,
Ash Accunul ation Building, 2nd Level; 10/ 2/ 95

43-99- 3-017C Emer gency Equi pnment Locations - Unit 254 Rev 1,
Ash Accunul ation Building, 3rd Level; 4/ 1/ 97

43-99- 3-018 Emer gency Equi pnent Locations - Units 255 & | Rev 3,
055 Rail to Trailer Transfer Station & Rail | 10/2/95
Scal es;

43-99- 3-019 Emer gency Equi pnent Locations - Units 531, Rev 5,
532, 533, 534, 539, & 536 - Waste Fuel Tank | 4/1/97
Farm & WFTF Punpabl e Sl udge Unl oadi ng,
G ade Level;

43-99- 3- 019A Emer gency Equi pnent Locations - Units 531, Rev O,
532, 533, 534, 539, & 536 - Waste Fuel Tank | 10/2/95
Farm & WFTF Punpabl e Sl udge Unl oadi ng,
Pl at f or ns;

43-99- 3- 023 Emer gency Equi pnent Locations - Unit 535 Rev 4,
WFTF - Rail Tanker Unl oadi ng Area; 4/ 1/ 97

43-99- 3- 025 Emer gency Equi pnent Locations - Units 071, Rev 4,
537, 601, & 602 - MCC Unit, Fuel Ol 4/ 1/ 97
St or age, Aqueous Waste Storage, & Aqueous
Wast e Bl endi ng;

43-99- 3- 029 Emer gency Equi pnent Locations - Units 604 & | Rev 4,
080 Truck Wash Buil ding & MCC, 4/ 1/ 97

43-99- 3- 030 Emer gency Equi pnent Locations - Unit 538 Rev 3,
Speci al Handl i ng Bay; 4/ 1/ 97

43-99- 3- 031 Emer gency Equi pnent Locations - Units 994, Rev 4,
996, 997, & 998 - Waste Heat Boiler, Dry 12/ 18/ 95
Scrubber, Bag House, & W\t
Scrubber/ St ack/ Caustic System Gade Level;

43-99- 3- 032 Emer gency Equi pnment Locations - Unit 106 Rev 3,
Cont ai neri zed Bul k Solids Storage; 4/ 1/ 97
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Drawi ng No. Descri ption Revi si on No.
& Dat e
43-99- 3- 033 Emer gency Equi pnent Locations - Unit 256 Rev 2,
APCS Ash Loadout Buil di ng; 4/ 1/ 97
43-99- 3- 034 Emer gency Equi pnent Locations - Unit 991 Rev O,
Primary Kiln, G ade Level; 10/ 2/ 95
43-99- 3- 035 Emer gency Equi pnent Locations - Unit 991 Rev O,
Primary Kiln, 2nd Level; 10/ 2/ 95
43-99- 3- 036 Emer gency Equi pnent Locations - Unit 991 Rev O,
Primary Kiln, 3rd Level; 10/ 2/ 95
43-99- 3- 038 Emer gency Equi pnent Locations - Units 992 & | Rev O,
072 Burner Kiln & MCC, G ade Level; 10/ 2/ 95
43-99- 3- 040 Emer gency Equi pnent Locations - Unit 992 Rev O,
Burner Kiln, 3rd Level; 10/ 2/ 95
43-99- 3- 041 Emer gency Equi pnent Locations - Unit 992 Rev O,
Burner Kiln, 4th Level; 10/ 2/ 95
43-99- 3- 042 Emer gency Equi pnent Locations - Unit 993 Rev O,
Secondary Conbustion Chanber, G ade Level; 10/ 2/ 95
43-99- 3- 043 Emer gency Equi pnent Locations - Unit 993 Rev O,
Secondary Conbustion Chanmber, 2nd Level; 10/ 2/ 95
43-99- 3- 045 Emer gency Equi pnent Locations - Unit 993 Rev O,
Secondary Conbustion Chanmber, 4th Level; 10/ 2/ 95
43-99- 3- 046 Emer gency Equi pnent Locations - Unit 993 Rev O,
Secondary Conbustion Chanmber, 5th Level; 10/ 2/ 95
43-99- 3- 047 Emer gency Equi pnment Locations - Unit 994 Rev O,
Waste Heat Boiler, 2nd Level; 10/ 2/ 95
43-99- 3- 049 Emer gency Equi pnent Locations - Unit 996 Rev O,
Dry Scrubber, Top Level; 10/ 2/ 95
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Insert Drawi ng - 43-99-3-001 Energency Equi pnment Locations -
Units 031, 038, & 076 - Raw
Water/Fire Water Storage Tank, Fire

Wat er Punp Building & MCC
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insert Drawing - 43-99-3-003 Energency Equi pnment Locations -

Unit 033 Respirable Air, Uilities,

& Aux. Buil ding
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insert Drawing - 43-99-3-004 Energency Equi pnment Locations -

Units 051 & 054 Security Ofice &

Truck Scal e
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insert Drawing - 43-99-3-005A Energency Equi pnent Locations -
Units 052 & 053 Admi nistration
Bl dg/ Lab & Sanpling Station, G ade

Level
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I nsert Drawi ng - 43-99-3-005B Energency Equi pnment Locations -

Unit 052 Adm nistration Buil ding,

2nd Fl oor
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insert Drawing - 43-99-3-007A Energency Equi pnment Locations -

Unit 061 Maintenance Buil di ng,

G ade Level
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insert Drawing - 43-99-3-007B Energency Equi pnment Locations -

Unit 061 Maintenance Buil ding, 2nd

Fl oor
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insert Drawing - 43-99-3-008 Energency Equi pnment Locations -

Unit 101 Cont ai ner Managenent

Bui | di ng
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insert Drawing - 43-99-3-009A Energency Equi pnment Locations -

Unit 102 Organic Sludge Area, G ade

Level
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insert Drawing - 43-99-3-009B Energency Equi pnent Locations -

Unit 102 Organic Sludge Area, 2nd

Level
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insert Drawing - 43-99-3-009C Energency Equi pnment Locations -

Unit 102 Organic Sludge Area, 3rd

Level
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insert Drawing - 43-99-3-009D Energency Equi pnment Locations -

Unit 102 Organic Sludge Area, 4th

Level
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insert Drawing - 43-99-3-009E Energency Equi pnment Locations -

Unit 102 Organic Sludge Area, 5th

Level
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insert Drawing - 43-99-3-010 Energency Equi pnment Locations -

Unit 103 Organi c Decant Storage
Area
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insert Drawing - 43-99-3-011 Energency Equi pnment Locations -
Unit 034 Steam Turbine And

CGenerator Buil ding
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insert Drawing - 43-99-3-012 Energency Equi pnment Locations -

Unit 104 | nternodal Contai ner

Stagi ng & Transfer
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insert Drawing - 43-99-3-013 Energency Equi pnment Locations -

Unit 105 Thaw Unit
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insert Drawing - 43-99-3-014 Energency Equi pnment Locations -
Units 251 & 252 Bulk Solids &

Energetic Solids Storage Buil dings
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insert Drawing - 43-99-3-017A Energency Equi pnent Locations -

Unit 254 Ash Accumul ati on Buil di ng,

G ade Level
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insert Drawing - 43-99-3-017B Energency Equi pnent Locations -

Unit 254 Ash Accumul ati on Buil di ng,
2nd Level
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insert Drawing - 43-99-3-017C Energency Equi pnent Locations -

Unit 254 Ash Accumul ati on Buil di ng,
3rd Level
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insert Drawing - 43-99-3-018 Energency Equi pnment Locations -
Units 255 & 055 Rail to Trailer

Transfer Station & Rail Scal e
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insert Drawing - 43-99-3-019 Energency Equi pnent Locations -
Units 531, 532, 533, 534, 539, &
536 - Waste Fuel Tank Farm & WFTF
Punpabl e Sl udge Unl oadi ng, G ade

Level
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insert Drawing - 43-99-3-019A Energency Equi pnment Locations -
Units 531, 532, 533, 534, 539, &
536 - Waste Fuel Tank Farm & WFTF
Punpabl e Sl udge Unl oadi ng,

Pl at f or ns
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insert Drawing - 43-99-3-023 Energency Equi pnment Locations -
Unit 535 WFTF - Rail Tanker

Unl oadi ng Area
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insert Drawing - 43-99-3-025 Energency Equi pnment Locations -
Units 071, 537, 601, & 602 - MCC
Unit, Fuel O Storage, Aqueous
Wast e Storage, & Agueous Waste

Bl endi ng
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insert Drawing - 43-99-3-029 Energency Equi pnment Locations -

Units 604 & 080 Truck Wash Buil di ng
& MCC
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insert Drawing - 43-99-3-030 Energency Equi pnent Locations -

Unit 538 Special Handling Bay
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insert Drawing - 43-99-3-031 Energency Equi pnment Locations -
Units 994, 996, 997, & 998 - Waste
Heat Boiler, Dry Scrubber, Bag
House, & Wet Scrubber/ Stack/ Caustic

System G ade Level
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insert Drawing - 43-99-3-032 Energency Equi pnment Locations -

Unit 106 Contai nerized Bul k Sol i ds

St or age
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insert Drawing - 43-99-3-033 Energency Equi pnment Locations -

Unit 256 APCS Ash Loadout Buil di ng
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insert Drawing - 43-99-3-034 Energency Equi pnent Locations -

Unit 991 Primary Kiln, Gade Level
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insert Drawing - 43-99-3-035 Energency Equi pnment Locations -

Unit 991 Primary Kiln, 2nd Level
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insert Drawing - 43-99-3-036 Energency Equi pnment Locations -

Unit 991 Primary Kiln, 3rd Level
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insert Drawing - 43-99-3-038 Energency Equi pnment Locations -

Units 992 & 072 Burner Kiln & MCC,

G ade Level
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insert Drawing - 43-99-3-040 Energency Equi pnment Locations -

Unit 992 Burner Kiln, 3rd Level

Attachment 7 Page 91
Contingency Plan

Safety-Kleen (Clive), Inc.

USHWA Permit UTD982595795

August 20, 1998



insert Drawing - 43-99-3-041 Energency Equi pnment Locations -

Unit 992 Burner Kiln, 4th Level
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insert Drawing - 43-99-3-042 Energency Equi pnment Locations -

Unit 993 Secondary Conbustion
Chanber, G ade Level
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insert Drawing - 43-99-3-043 Energency Equi pnent Locations -

Unit 993 Secondary Conbustion
Chanber, 2nd Level
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insert Drawing - 43-99-3-045 Energency Equi pnent Locations -

Unit 993 Secondary Conbustion

Chanber, 4th Level
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insert Drawing - 43-99-3-046 Energency Equi pnent Locations -

Unit 993 Secondary Conbustion
Chanber, 5th Level
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insert Drawing - 43-99-3-047 Energency Equi pnment Locations -

Unit 994 Waste Heat Boiler, 2nd

Level
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insert Drawing - 43-99-3-049 Energency Equi pnment Locations -

Unit 996 Dry Scrubber, Top Level
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6.0 Facility Evacuation Plan 264.52(f); R-450 8.4.3(e)

| f evacuation of the facility is necessary the foll ow ng

procedures will be used:

o] The EC will have the facility evacuation al arm sounded.
There will be a distinctive alternating tone (whoop) to
represent the evacuation signal. The EC wll have the
message " DANGER, EVACUATI ON REQUI RED' announced over
t he | oudspeaker system The voice nessage W ||
override the alarmtone. The tone will resune until
the voice nessage is repeated or until the alarmis

turned off.

0] Facility personnel will determ ne the wi nd direction,
evacuate the facility and assenble at the cl osest up-
wi nd Designated Gathering Point. The EC will be re-
sponsible for directing all persons in their Units to
t he nearest upw nd gathering point. Personnel not
enpl oyed by operations will be directed to the
gathering point by their supervisors. See Figure G 2,

drawi ng 43-02-1-018.
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o] The EC w I | provide appropriate transportation for
evacuation. Persons on foot will be able to evacuate

as quickly as required in an energency.

o] There will be four (4) Designated Gathering Points
(D&P). They are shown on Figure G 2, drawi ng 43-02-1-
018. The Northern DGP is just west of the nain en-
trance road approximately 200 feet north of the Rail to
Trailer Transfer Facility (Unit 255). The Eastern DGP
is approximately 1000 feet east of the East Gate in the
security fence, which is near the Containerized Waste
Storage & Staging Facility (Unit 101). The Sout hern
DGP is approximately 1000 feet south of the South Gate
in the security fence, which is near the sout hwest
corner of the maintenance building (Unit 061). The
Western DGP is approxi mately 1000 feet west of the West
Gate in the security fence, which is near the southeast
corner of the Bul k Container Storage Area (Unit 106).
Each DGP will be marked by a mast approximately ten
(10) feet tall. A windsock wll be attached to the top
of each mast. A reflective device or surface coating

to reflect headlight or flashlight beans will be ap-
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plied to a portion of the mast to aid in |locating the

DGP after dark.

o] The EC w || prepare a roster of all assenbl ed personnel
at his DEGP. He will attenpt to conmmunicate with
persons at the other upwind DG s by two-way radi o and
get a roster of those present at the other DG s. |If
the EC cannot contact all of the other DG s, he or
sonmeone he designates wll drive to the DGP in question
(by way of a route that keeps clear of any snoke or
fumes fromthe Safety-Kleen Cive facility) and acquire
a roster of those persons present there. The EC w |
conpare the roster with a list (the Safety-Kl een Cive
facility sign in/sign out log) of all persons present
at the facility before the energency to find out who,
if anyone, is mssing. The ECw Il direct an effort to
| ocate the m ssing people. The EC will provide neces-
sary safety gear and vehicles. |[If the ECis m ssing,

an AEC wi || assune responsibility.

o] Personnel will not return to the facility un-

til permtted by the EC
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o] The EC wi Il assess the situation and devel op

addi tional plans.
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i nsert

Figure G2 dive Incinerator Evacuation Routes
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7.0 Contingency Plan |Inplenentation Report 264.56()); R-450-
8.4.7(j)

Wthin fifteen (15) days of inplenentation of the Contingency
Plan, the EC will prepare a "Contingency Plan |nplenentation
Report" containing the followng itens and this report will be
submtted to the Utah Departnent of Environnental Quality and the
Cor porate Regul atory Conpliance O ficer and a copy of the report

wll be placed in the facility operating records:

o] Nanme, address, and tel ephone nunber of the owner or
oper at or

o] Nane, address, and tel ephone nunber of the facility

o] Date, tinme, and type of incident (e.g., fire,
di schar ge)

o] Nane and quantity of material (s) invol ved

o] The extent of injuries, if any

o] An assessnent of actual or potential hazards to the

envi ronnent or human health, where this is applicable
o] Estimated quantity and disposition of recovered

material that resulted fromthe incident
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If the incident involved a fire, explosion, or rel ease of
hazardous or industrial waste constituents which could threaten
human health or the environnent (including releases fromtank
systens), a report wll be sent to the U ah Departnment of
Environmental Quality within thirty (30) days that will include

the foll ow ng information:

o] Li kely route of mgration of the rel ease
o] Characteristics of the surroundi ng soi
o] Results of any nonitoring or sanpling conducted in

connection with the release (If sanpling or nonitoring
data relating to the rel ease are not available within
thirty (30) days, this data will be submtted as soon
as it is available.)

o] Proximty of the release to down gradient drinking
wat er, surface water, and popul ated areas

o] Description of response actions taken or planned.

8.0 Anmending the Plan R-450 8.4.5

The Contingency Plan will be reviewed, and i medi ately anended,

i f necessary, whenever any of the follow ng occur:
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o] The facility permt is revised

0] The plan fails in an energency

o] The facility changes in a way that increases the
potential for fires, explosions, or rel eases of
hazardous or industrial waste constituents, or alters
t he response necessary in an emergency

o] The list of ECs changes

o] The list of emergency equi pment changes

The Facility Manager will be responsible for revisions of the
Contingency Plan. He will also be responsible for issuing
anended copies of the Contingency Plan to outside response
agencies. The Utah Departnent of Environnental Quality will be

provided with a copy of the anmended pl an.
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APPENDI X A

WASTE LI ST






Hazar dous Wastes |listed by RCRA Waste Codes are found in
Attachnment 2 of this permt, the Waste Anal ysis Plan, and are not
repeated in this Attachnment. A summary of PCB, Medical, and

ot her non- RCRA wastes is included here.
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TSCA Wast es

Wast e Code: Description

S333333333333333333133311131331131333113133311313311133311133311I33)1)))))))Q
PCB1 PCB Articles, Transforners, Capacitors, etc.

PCB2 PCB Cont ai ners

WA4A44444444444444 4444444444444 4444444444444 444444444444444444444U

I ncl udi ng itens such as:

o] PCBs

o] PCB Itens

o] Li qui d PCBs

o] Non-11iquid PCBs

o] Articles, Equipnent, and C ot hing Containing or
Contam nated with PCBs: Exanples are PCB capacitors,
PCB transforners, gloves or aprons fromdrain and fl ush

operations, enpty drunms that previously held PCBs, etc.
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O her \Wast es

o] Solid wastes as defined by 40 CFR 261.2 including itens

such as, but not limted to:

o] Chem cal Waste froma Laboratory: This includes
di scarded containers of |aboratory chem cals (Iab
packs), lab equipnment, lab clothing, debris from
| ab spills or cleanup and fl oor sweepi ngs.

o] Waste from a Hazardous Waste Facility or Site, or
waste resulting fromactivities under the
Conpr ehensi ve Environnmental Response,
Compensation, and Liability Act (CERCLA) including
but not limted to personnel protective equi pnment,
di scarded containers of |aboratory chem cals (Iab
packs), l|ab equipnment, clothing, debris from
spills or cleanup and fl oor sweepi ngs.

o] Enmpty Contai ners of Waste Materials, Conmerci al
Products or Chemicals: This applies to a portable
cont ai ner which has been enptied, but which may
hol d residuals of the product or chem cal.

Exanpl es of containers are: portable tanks, druns,
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barrels, cans, bags, liners, etc. A container is
determ ned to be enpty as per 40 CFR 261.7.

o] Asbest os- Cont ai ning Waste from Bui |l ding Denolition
or Cleaning: This applies to construction/denoli -
tion wastes which contain de m ninus anmounts of
asbest os resi dues.

o] Construction and/or Denolition Debris and Associ -
ated Residues and Soils: This consists of soils,
resi dues, and debris contam nated fromspills or
rel eases of a chem cal substance(s) or comrerci al
product (s) during construction and/or denvolition
activities.

o] I nfectious Wastes: This consists of any waste from
a nedi cal /dental practitioner, hospital, nedical
clinic, nursing honme, nedical testing | aboratory,
nortuary, taxiderm st, veterinarian, veterinary
hospital, or animal testing |aboratory.

o] Ani mal Waste and Parts from Sl aught er houses or
Rendering Pl ants.

o] Wast e Produced by the Mechanical Processing of
Fruit, Vegetables, or Grain: This consists of such
wastes as rinds, hulls, husks, pods, shells, and

chaf f.
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o] Punmpi ngs from Septic Tanks Used Excl usively by
Dnelling Units.

o] Sewage Treatnent Plant Sludge: This consists of
sludge froma publicly owed sewage treat nment
pl ant serving primarily domestic users.

o] Grease Trap Wastes: This consists of wastes from
resi dences, restaurants, or cafeterias not |ocated
at industrial facilities.

o] Washwat er Wastes from Commerci al Car Washes

o] Washwat er Wastes from Conmmerci al Laundries or
Laundromat s.

o] Chem cal - Cont ai ni ng Equi pnment Renoved from
Service: This consists of equi pnent such as
cat hode ray tubes, batteries, fluorescent |ight
t ubes, etc.

o] Denolition Wastes: This consists of wastes
produced fromthe denolition or dismantling of
i ndustrial process equipnent or facilities
contam nated with chem cals fromthe process.

o] Closed Cartridge Filters from Dry-cl eani ng Est ab-
lishments: This consists of filters being used to

filter dry-cleaning fluids or solids.
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0 Gaseous Wastes: This consists of contai ners of

gaseous wastes.
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APPENDI X B

COORDI NATI ON AGREEMENTS






Appendi x B Coordi nati on Agreenents 264.52(c), 264.37; R-450
8.4.3(b), 8.3.7

The Contingency Plan has been submtted to the |ocal, county,
state, and federal authorities and the service-oriented entities
who will be involved with inplenenting the Plan. Docunentation

t hat coordi nati on agreenents have or have not been reached with
the agencies is included as a supplenent to this Contingency

Pl an. Copi es of Energency Coordi nation Agreenents that have been
signed by | ocal agencies are included. Safety-Kleen (Oive), Inc.
wi |l conduct orientation tours to famliarize the appropriate
agencies wth energency procedures. The Salt Lake Cty hospitals
and anbul ance-service personnel will be informed of the nost
likely types of injuries and the areas in which these injuries

wi |l probably occur. Chem cal burns, inhalation, heat burns, and
eye injuries are the nost probable injuries. The presunable

| ocation of the incidents are as foll ows:

o] Chem cal Burns - contai ner managenent buil di ng, aqueous
storage, line storage, caustic storage, and | ab

o] | nhal ation - all areas

o] Heat Burns - incinerator and associated air pollution

control equi pnent
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o] Eye Injuries - all areas

The hi ghway patrol and the sheriff's departnent will be inforned
of the proper procedures for isolating the facility from outside
traffic and evacuation of facility personnel. |[If evacuation is
necessary, these departnments will be asked to direct traffic to
assure that congestion does not occur. Facility personnel wll
respond to extinguish or contain mnor fires. |If a major fire
occurs, the fire departnents will be called. The fire
departnments will be responsible for preventing the spread of the

fire outside the facility.
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Sanpl e Letter Requesting an Agreenent
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Insert sanple letter to L.D.S. Hospital

Attachment 7, Contingency Plan Page 4
Appendix B, Coordination Agreements

Safety-Kleen (Clive), Inc.

USHWA Permit UTD982595795

August 20, 1998






Coor di nati on Agreenents
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I nsert Coordinati on Agreenent with Tooel e Vall ey Regi on Medi cal

Cent er
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I nsert Coordinati on Agreenent with North Tooele Co. Fire

Depart nent
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I nsert Coordi nati on Agreenent with Tooel e Anbul ance Servi ce
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I nsert Coordi nati on Agreenment with Tooel e County Sheriff

Depart nent
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I nsert Coordination Agreenent with Gantsville Anbul ance
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| nsert Coordi nati on Agreenment with Wendover Anmbul ance Service
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I nsert Coordinati on Agreenent with U ah H ghway Patrol
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| nsert Coordi nati on Agreenment with LDS Hospital Life Flight
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I nsert Coordinati on Agreenent with Western Excavati on Conpany
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I nsert Coordination Agreenent with T. W Conpany
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| nsert Coordination Agreement with Christensen and Giffith

Construction Co.
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I nsert Coordination Agreenent with Kelley Safety Services, A

Subsidiary of Jack B. Kelly Incorporated
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| nsert Coordi nati on Agreenment with the University of Utah Medi cal

Center (A r Med)
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I nsert Coordination Agreement with Salt Lake Industrial Cinic
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I nsert Coordinati on Agreenent with Pioneer Valley Hospital
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